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BASEMENT PLAN
5 FIRE PROTECTION 3 NOTES: O
SCALE: 1/8"=1'-0"
1. DISCONNECT AND REMOVE EX.
SPRINKLER HEAD & PREPARE FP
PIPING FOR NEW CONNECTION.
CONNECT NEW QUICK RESPONSE
SPRINKLER HEAD TO EX. FP PIPING.
2. PROVIDE 10 GAUGE GALVANIZED DRIP
PAN UNDER ALL PIPING LOCATED
ABOVE ELECTRICAL ROOM. PIPE DRAIN
FROM DRIP PAN TO NEW FD IN ROOM.
3. DROP 1/2" CW DOWN THRU FLOOR
AND CONNECT TO TRAP PRIMER
CONNECTION AT FLOOR DRAIN.
ﬁ 4. CONNECT NEW CW PIPING TO EX.
H1/27 W 5. DISCONNECT & REMOVE EX. FD. CUT
o 1 4l /o7 BACK EX. W PIPING BELOW FLR &
°i—|‘ /2" DA PREPARE PIPING FOR NEW
g T2 CONNECTION. CONNECT NEW 4" FD TO
EX. W PIPING BELOW FLR.
6. TRAP PRIMER.
DV
WING C WING D
]
) |
L
]
WING B WING A
BASEMENT PLAN
1 PLUMBING PIPING
SCALE: 1/8"=1'-0" KEY PLAN N
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